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Message from Deputy Director General, Public Health Services II

I am very much pleased to issue a message for the booklet on ” design 
considerations on accessibility for persons with disabilities”. 
Improving accessibility for the people with disabilities has been 
identified as a highly prioritized timely need. Though regulations are 
available on accessibility for disabled persons in the country 
implementation has become a problem due to lack of awareness 
among service providers for disabled persons. 

Directorate of Youth, Elderly and Disabled persons, Ministry of 
Health is entrusted with work involved to improve health and 
wellbeing of disabled persons. In order to achieve this target, it is 
necessary to provide standards on accessibility that can be used in Sri 
Lankan context according to the available regulations on accessibility 
for Disabled Persons.
I highly appreciate the work done by Directorate of Youth, Elderly 
and Disabled persons with the support of the expert group in this field 
for developing this booklet and I wish all success. 

Dr R.R.M.L.R.Siyambalagoda 
Deputy Director General, Public Health Services II 
Ministry of Health 
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Overview  

Disability is a widespread problem. Almost everyone is temporarily or 
permanently impaired at some point in life and those who survive to 
old age will experience increasing difficulties in functioning. 
Disability is a complex, dynamic, multidimensional issue and 
approach to measuring disability vary across countries can influence 
the results.(1) 

‘International year of Disabled Persons’ was declared in 1981 by the 
U.N. followed by “Decade of Disabled Persons” in 1983 – 
1992.International Labour Organization introduced C 159, Vocational 
Rehabilitation and Employment (Disabled persons) Convention, in 
1983. 

UN Convention on Rights of Persons with Disabilities, states. 
‘Persons with disabilities include those who have long-term physical, 
mental, intellectual or sensory impairments which in interaction with 
various barriers may hinder their full and effective participation in 
society on an equal basis with others”. 

For many people with disabilities assistance and support are pre 
requisites for participating in social activities. The lack of necessary 
support services can make people with disabilities overly dependent 
on family members and can prevent both the person with disability 
and the family member from becoming economically active and 
socially included. 

Throughout the world, people with disabilities have significant unmet 
need for support and there are gaps in services everywhere. 

The United Nation Convention on the Rights of Persons with 
Disabilities stipulates the importance of interventions to improve 
access to different domains of the environment including buildings 
and roads, transportation, information and communication. These 
domains are interconnected – people with disabilities will not be able 
to benefit fully from improvements in one domain if the others remain 
inaccessible. An accessible environment while particularly relevant 
for people with disabilities has benefits for a broader range of people. 
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Accessibility in common language is the ability to reach, understand 
or approach something or someone..(1) 

The Dictionary of Disability Terminology defines Access as 
“Suitability of a building or other structure for use by people who 
have disabilities. In a broader sense, access also includes making 
forms and information accessible to people with visual or cognitive 
disabilities; making alarms and signals to people who have hearing 
impairment and making services such as education and transport 
accessible to people who have disabilities.”(2)

 Improving access to buildings and roads transportation and 
information and communication can create an enabling environment 
which benefits not only disable people but many other population 
groups as well. Negative attitudes are a key environmental factor 
which needs to be addressed across all domains. 

To succeed accessibility initiatives there is a need to take into account 
affordability, availability of technology knowledge, cultural 
differences and the level of development. Solutions that work in 
technologically sophisticated environments may be ineffective in low 
–resource settings. The best strategy for achieving accessibility is 
usually incremental improvement – initial efforts should focus on 
removing basic environment barriers. Once the concept of 
accessibility has become ingrained as more resources become 
available, it becomes easier to raise standards and attain a higher level 
of universal design. 

Accessibility standards should meet the needs of all people with 
disabilities.

To monitor and evaluate the implementation of accessibility 
standards, an impartial monitoring body, preferably outside 
government and with a significant membership of disable people is 
needed.

Awareness raising is needed to challenge ignorance and prejudice 
surrounding disability. Personal working in public and private services 
should be trained to treat disabled customers and clients on an equal 
basis and with respect. 
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Professional bodies and educational institutions can introduce 
accessibility as a component in training curricula in architecture, 
constructions, design, informatics, marketing and other relevant areas. 

International organizations can play an important role. Industry can 
make important contributions by promoting accessibility and universal 
design in the early stages and development of products, programmes 
and services. 

Persons with disabilities and their organizations should be involved in 
accessibility efforts. 

Universal design, is a process that increase usability, safety, health 
and social participation through and operation of environments, 
products and systems in response to the disability of people and 
abilities.

Usability though not the only goal of universal design and adaption 
and specialized designs are a part of providing customization and 
choice which may be essential for addressing diversity. Other 
overlapping terms for the same general concept are “design for all and 
inclusive.”(1)

Health institutions are the places where sick, elderly and people with 
disabilities often visit. Therefore health institutions should have 
disability friendly environment. Accessible design standards for all 
health institutions are essential and government regulations have 
already set up to meet the accessibility design standards , especially in 
new buildings. 

Of the problems related to accessibility in health institutions limited 
access to main entrance, poor signs and sign boards, limited access to 
upper floors of the health institutions, poor disable friendly toilets 
specially in hospitals wards, poor lighting, limited access to 
dispensaries and laboratories, lack of accessibility facilities, car parks 
and corridors have become very common. When a disable person is 
moving from one building to another there needs to be proper 
pathways.  Identification of poor accessibility features and putting it 
right early will help to make the environment disable friendly in an 
effective way. 
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TECHNICAL SPECIFICATION 
 

 SPACE ALLOWANCES 
 
(1) Adequate space shall be allocated for persons using mobility devices such 
as wheel chairs, crutches and walkers, as well as those walking with the 
assistance of other persons (Figure 1, 2 and 3) 

 
(Attention shall be given to dimensions of wheel chairs, used locally) 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 

Figure 1: Space allowance for ambulant disabled persons 
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Figure 2: Space allowance for a wheel chair 
 

Min. 1500 mm 

Figure 3: Space allowance for a wheel chair 
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Figure 4: Minimum clear width for chair to turn around single wheel 
chair 
 

Figure 5: Minimum clear width for two wheel chairs 
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Figure 6: Minimum allowance for 90 degree turn for a wheelchair 

Figure 7: Space allowance in auditoriums and theatres 
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REACH  DISTANCE 
 
(2) The range of reach (forward and side, with or without obstruction) of a 
person in a wheel chair shall be taken into consideration (Figures 8,9,10 and 
11) 
 
 
 
 
 
          
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

Figure 8: Forward reach without obstruction 
 



6 
6 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 

 
 
 
 
 
 
 

Figure 9: Forward reach over obstruction 
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Figure 10: Side reach without obstruction 
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Figure 11: Side reach over obstruction 
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PARKING SPACE 
 
(a) Accessible parking spaces should be located on the shortest accessible 
route into a building or facility; and should be roofed wherever possible. 
 
(b) Single parking space shall be a minimum of 2400mm wide.  Two parking 
spaces may share a common parking aisle (Fig. 10 zebra zone) 
 
(c)Parking areas should have enough clear space around them so that 
disabled persons can get into and out of a car (fig. 10 zebra zone). 
 
(d)Reserved parking spaces for vehicles carrying persons with disabilities 
should be indicated by the universally accepted symbol.  
 

(e) Disabled sign shall be marked on the parking bay to the size of 
1200mmx1200mm as per (Fig 10)  
 

(f) Vertical sign board shall be located near the reserved parking bay. (Fig 
10A)  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 

 

1200 mm 

Figure 12: Parking 
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Table 1 
 
 

   
 
 

Every Parking area shall have designated parking spaces for disabled 

drivers & passengers and such spaces shall be located as close as 

possible to main entrances and exits and exits of buildings. The 

minimum number of accessible spaces to be provided shall be as 

follows. 

Total no. of parking spaces in 

open car parks or car park 

building 

Required minimum no. of 

accessible space 

 

01-25 

26-50 

51-75 

76-100 

101-150 

151-200 

201-300 

301-400 

401-500 

Over 500 

 

1 

2 

3 

4 

5 

6 

7 

8 

9 

2% of the total 



11

11

RAMPS  

(a) 900mm or wider 

(b) Gentle gradient; preferably 1:20, but no steeper than 1:12 

(c)  Landing every 10m 

(d) Double hand rails on both sides at 700mm to 900mm 

(e) Raised curbs on open edges (75mm)  

 (f) Ramps and landing surfaces comply with floor surfaces 

Figure 13: Ramp details 

Turning platform Switchback 
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Figure 14: Ramp details 
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DOOR WAYS 
 
(a) Width 900mm (adequate for wheel chair) 
 
(b) Space to manoeuvre in front of doorways, including room to 

manipulate door handles as well as to move past them 
 
(c)  Lever handles and pushes type mechanisms 

 
(d) Color contrast between doorways and surrounding wall. 
 
(e) Glass doors have motif in visible/ bright color at eye level 
 
  
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 Figure 15: Recommended heights 
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Figure 16: Internal lobbies with two hinged doors in series 
 

Figure 17: Sliding Door 
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STEPS AND STAIRS 

 
(a) Uniform risers and goings 
 
(b) No open rises 
 
(c)  Nosing project as little as possible 

 
(d) Hand rails on both sides 
  
(e) Handrails extend adequately beyond the top and bottom of stairs 
 
(f) Treads comply with floor surfaces  
 
(g) Stair edges in visible colours 
 
(h) Adequately illuminated 

Figure 18 
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800- 
850mm  

1800 mm max 
without landing  

 
  
 
 
 
 
 
 
 
 
 
 
 
           

 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 

 
 

800- 
850 mm 

1000mm  

900mm 
min Closed end of 

rail to reduce 
chance of 
clothing being 
caught  

Figure 19: Stair way details 
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HANDRAIL AND GRAB BARS 
 

 
(a) A handrail or grab bar should be of a sufficient/adequate diameter or 

width and strength, securely fixed, so that it may easily be grabbed 
and used as a support (Fig. 19). Recommended size is 30mm to 
45mm in diameter. 

 
(b) If handrails or grab bars are mounted adjacent to a wall, clearance 

space between the walls and the grab bar should be provided.  
Recommended clearance space is 38mm to 50mm. 

 
(c) If handrails or grab bars are mounted in recess, the maximum depth 

and minimum height of the recess must be considered (Fig. 19) 
recommended maximum depth is 75mm.  Recommended height is 
455mm above the top of the handrail or grab bar. 

 

Zero setback  
preferred max  
15-25mm 

300mm 
150mm 

Figure 20: Stair way details 
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(d) A small plate in Braille shall be provided at the beginning and at the 
end of each handrail or grab bar to indicate it's position to persons 
with visual impairments.  

 
(e) Handrails or grab bars shall be in a colour that contrasts sharply with 

the surrounding area. 
 
 
 
(f) Handrails shall be continued for the full length of ramps, steps and 

landings and shall be extended as per fig 20. 
 
(g)  Handrails and grab bars shall not rotate within their fittings. 
 
(h) Height of handrail shall be 800mm to 950mm from floor level. 
 
(i) The lower handrail  shall be mounted between 700mm to 750mm 

from floor level (Fig 19 & 21) 
 

 
 
 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 

Figure 21: Hand rails and grab bars 
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CORRIDORS 
 
(a) Clear pathways for walking and for use of wheelchairs, walking aids 

and white canes 
 
(b) Width to be at least 900mm clear space for single wheelchair 
 
(c) If corridor is less than 1500mm wide, turning spaces provided at 

reasonable intervals 
 

 
 

TOILETS  
 
(a) Universal Accessibility symbol displayed outside  
 
(b) Adequate floor space for users of wheel chairs, walking aids and 

white canes to enter, manoeuvre, use utilities, reach controls and 
exit(2000mm x 1800mm minimum) 

   
(c) The toilet bowl shall be of a type and in such a position as to permit 

easy approach by wheelchair users. 
    
(d) The seat of the toilet bowl shall be at the correct height for 

wheelchair users. (E.g. 450mm to 460mm) 
 
(e) Support rails (preferably up-folding) at suitable height 
 
(f) Toilet paper dispenser at suitable height (900mm) 
 
(g) Soap, hand dryer, towel rails and other utilities within reach 
 
(h) Lever type taps 
 
(i)  Floor finishes of non-slip material 
 
(j) Door sliding or outward-opening. 
 
(k)  Lock to be opened from outside in case of emergency 
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Figure 22: Toilet details 
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WASH BASINS 
 

(a) Installed at a suitable height 
 
(b) Adequate knee clearance and foot clearance for wheelchair users 
 
(c) Adequate space in front of basin for wheelchairs, walking aids and 

white canes 
 
(d) Mirror at a suitable height to be used also by wheelchair users and 

little people 
 
 
 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 

 
 
 
 
 
 
 
 

 
 
 
 
 

Figure 23: Wash basins 
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FLOOR SURFACES 
 

(a) Stable, firm and slip resistant 
 
(b) 6-13mm level change leveled off with a slope of not more than 1:2 
 
(c) Grating spaces not more than 13mm (wheelchair wheel) 
 
(d) carpets/flooring firmly attached to floor 
 
(e) Rugs non slip 
 
(f) Long thick rugs not used 
 
 

 
GUIDING BLOCKS 

  
(a) Dot type blocks used to warn of a corner, screen off obstacles and 

discourage movement in an incorrect direction 
 
(b) Line type blocks indicate correct direction to follow. 
 

 
 
 
 
 
 
 
 
 
 
 
 

 
 
 

 

Figure 24: Guiding Block 
Details 
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LIFTS 

 
 

 
(a) Floor space sufficient for users of wheelchairs, walking aids and 

white canes to manoeuvre, reach controls and exit 
 
(b) Lift doors of sufficient width so that Door opening shall not be less 

than 900mm clear.    
 
(c) Adequate access and manoeuvring space in front of lifts for persons 

who use a wheelchair 
 
(d) Photo-electronic sensor controls the door closing times or lift door 

closing mechanism adjustable to give adequate entry time for people 
who move slowly. 

 
(e)  All control buttons shall have Braille, raised numbers and symbols to 

indicate “Open” and “Close”. 
 
(f) A visual lift position indicator shall be provided above the control 

panel or over the door. 
 
(g) A voice indicator may be installed to announce floor levels, opening 

and closing. 
 
(h) A mirror to be provided on the rear wall to enable the wheel chair 

user to exit unaided. 
 
(l) Measures for evacuation in case of fire e.g. fire protected lifts for 

evacuation of people using wheelchairs 
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Figure 25: Space allowance in lift car and lift lobby 
Note: Lift car space shown above is sufficient for a wheel chair user 
and several other passengers. 
 

Figure 26: Height of control panel and hand rail in lifts 
 



25

25

COUNTERS 

(a)  At least one lowered service counter for wheelchair users and little 
people

Figure 26a: For maximum level changes of 2.50m, vertical
         movement platform lifts may be installed 
        adjacent to the stairs 
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SIGNS AND SYMBOLS 
 

 
(a)  Use of symbols where appropriate to minimize use of written 

descriptions 
  
(b)  Clear system of signs used throughout building, placed at same 

height and being of same style 
 
(c)  Contrasting colors be used to increase visibility 
 
(d)  Preferably raised or embossed for tactile reading 
 
(e) Universally recognized colors used where applicable e.g. Red 

for danger or stop, green for safety or go, Yellow or amber for 
caution or risk 
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Reference : 1.  World Report on Disability 

2.  Barrier Free access Hand book,  
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